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ABSTRACT Control in HVAC (heating, ventilation and air-conditioning) systems of buildings is not trivial,
and its design is considered challenging due to the complexity in the analysis of the dynamics of its nonlinear
characteristics for the identification of its mathematical model. HVAC systems are complex since they consist
of several elements, such as heat pumps, chillers, valves, heating/cooling coils, boilers, air-handling units,
fans, liquid/air distribution systems, and thermal storage systems. This article proposes the application of
LAMDA (learning algorithm for multivariable data analysis) for advanced control in HVAC systems for
buildings. LAMDA addresses the control problem using a fuzzy classification approach without requiring
a mathematical model of the plant/system. The method determines the degree of adequacy of a system for
every class and subsequently determines its similarity degree, and it is used to identify the functional state or
class of the system. Then, based on a novel inferencemethod that has been added to LAMDA, a control action
is computed that brings the system to a zero-error state. The LAMDA controller performance is analyzed via
evaluation on a regulation problem of an HVAC system of a building, and it is compared with other similar
approaches. According to the results, our method performs impressively in these systems, thereby leading to
a trustable model for the implementation of improved building management systems. The LAMDA control
performs very well for disturbances by proposing control actions that are not abrupt, and it outperforms the
compared approaches.




ACODAT Autonomous Cycle of Data Analysis Tasks
AI Artificial Intelligence
ANFIS Adaptive-Network-based Fuzzy Inference
System
ANN Artificial Neural Networks
ARIMA Autoregression Integrated Moving Average
ARMAX Autoregression Moving Average
eXogenous
ARX Auto Regression eXogenous
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BMS Building Management System
CVaR Conditional Value at Risk
DAT Data Analysis Tasks
DMC Dynamic Matrix Control
EEV Electronic Expansion Valve
EHAC Extended Horizon Adaptive Control
EPSAC Extended Predictive Self-Adaptive Control
FAN Fuzzy Adaptive Network
FBC Feedback Controllers
FDI Fault Detection and Isolation
FFBP Feed-Forward
Back-Propagation
FPGA Field-Programmable Gate Arrays
FL Fuzzy Logic
GA Genetic Algorithms
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GAD Global Adequacy Degree
GPC Generalized Model Control
HAD Higher Adequacy Degree
HVAC Heating, Ventilation and Air-Conditioning
IT Information Technology
LAMDA Learning Algorithm for Multivariate Data
Analysis
JIT Just in Time
LAMDA Learning Algorithm for Multivariable Data
Analysis
LQ Linear Quadratic
LQG Linear Quadratic Gaussian
ML Machine Learning
MAC Model Algorithmic Control
MAD Marginal Adequacy Degree
MIMO Multiple-input and Multiple-output
MLP Multilayer Perceptron
MPC Model Predictive Control
NNARX Neural Network Auto Regression eXoge-
nous
PDF Probability Density Function Approxima-
tion
PFC Predictive Functional Control
PID Proportional, Integral and Derivative
PLC Programmable Logic Controller
RBF Radial Basis Function
RD Robust Distance
RGA Relative Gain Array
RNN Recurrent Neural Networks
SARIMA Seasonal Autoregressive Integrated Moving
Average
SISO Single Input and Single Output
SP Set Point
SVM Support Vector Machines
TCBM Topological Case Base Modeling
T-S Takagi-Sugeno
WLAC Weighted Locally Adaptive Clustering
II. INTRODUCTION
Buildings require most of the total supplied energy, with
breakdowns of 40% to 42% inWestern countries [1]–[4]. This
energy feeds the elevators, plugged-in IT equipment, elec-
tronic devices, and lights, along with the HVAC system and
the security and fire systems. Above all, the HVAC facility
consumes most of the energy that is supplied to the building.
As energy production remains contaminating and expensive
and has substantial negative impacts on the environment and
finances, the optimization of building energy with a focus
on HVAC systems is necessary. The energy saving prob-
lem can be addressed by retrofitting the building architec-
ture, renovating old installations or adding intelligence to
the BMS, thereby leading to a savings of up to 30%. It is
far more sustainable and cost-effective to improve the con-
trol algorithms to realize higher efficiency than to renovate
the HVAC equipment with more efficient modern technolo-
gies [1], [2], [4], [5].
System automation enables operation with autonomous
optimization principles that maintain comfort and reduce the
amount of consumed energy. Automatic control is essential
for coping with unforeseen user activities in smart buildings.
IT achievements and industrial engineering breakthroughs
enable the envisioning of smart buildings with self-adapting
facades, shapes and autonomous behaviors, for maximizing
the comfort of the occupants in changing contexts with nearly
zero carbon emissions. Therefore, the objective that is pur-
sued with the automation of HVAC control is to maximize
the thermal comfort while minimizing the energy consump-
tion. The operational efficiency of an HVAC system strongly
depends on its control system and optimization parameters.
The construction of an accurate and effective model of an
HVAC system is challenging. Modeling its characteristics,
nonlinearities, dynamics and highly constrained parameters
complicates the design and operation. Advanced control sys-
tem engineering provides several approaches for improving
control systems and reducing the energy consumption while
ensuring the indoor thermal comfort with satisfactory robust-
ness and stability. Solving the problem requires the following
steps, among others: focusing on the control problem; solving
the multiobjective optimization problem; synthesizing the
system management at the supervisory level; and proposing
new predictive or adaptive models that mimic the system
behavior.
There are interesting reviews that address the strengths,
weaknesses and performances of HVAC control models and
their applicability in practical contexts [4], [5], [7]–[11]. Each
proposed control model in HVAC systems requires assump-
tions regarding the system properties and the environment,
to balance its simplicity with its accuracy.
According to current research, online feedback-based data
analytics for smart building diagnosis and management
require software-intensive solutions. FL can be used in con-
trol engineering; it ignores an HVAC system’s nonlinearities
and does not require parameter tuning, in contrast to other
conventional methods. Fuzzy logic controllers show lower
performance while adapting to signal variations with respect
to MPC techniques [12] and, additionally, prove their robust-
ness in real-time operations since they do not require learning
processes, in contrast to ANN models. FL defines a set of
control rules and obtains the control output with a fuzzy
inference from the current input. The use of fuzzy sets in
complex industrial system control is well documented in the
literature [11], [13]–[15] and yields superior results to those
of classical controllers; however, a key limitation originates
from the elucidation with heuristic control rules [14], [15].
To overcome this limitation, various studies propose learning
mechanisms for fuzzy controller rules, although their perfor-
mances are not yet satisfactory.
On the other hand, LAMDA [16] operates on online con-
textual data and discovers the GAD of a class for each
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individual with fuzzy clustering. The GAD is a numeri-
cal array with values that range from 0 to 1; these values
quantify the membership degree of any object/individual
to the system classes. Thus, LAMDA assigns an individ-
ual to the most suitable class. LAMDA, by detecting the
operational system states, becomes a powerful tool for
classification and clustering [16]–[18]. LAMDA has been
used in FDI to detect the operational states—either nor-
mal or abnormal—by identifying faults with the data that
are gathered from sensors [19]–[23]. The classification per-
formance of LAMDA has been improved with LAMDA-
FAR [24] and LAMDA-HAD [25], [26] and clustering
with LAMDA-RD [27] and the LAMDA triple π operator
(LAMDA-TP) [28], [29]. More recently, LAMDA has been
proven to provide a satisfactory model for control systems
by driving the process from its current functional state to
the required state with an inference method that assigns a
numerical value to the controller output [30].
This article proposes an advanced LAMDA-based control
method that provides robustness and intelligence in HVAC
systems. LAMDA modeling overcomes the process com-
plexity by designing the controller from currently available
data and by avoiding other considerations, such as nonlin-
earities, operating constraints, time delays and uncertainties.
This study proves that LAMDA satisfies the demanding
HVAC control requirements due to the following character-
istics [26], [27]:
• LAMDA operates in both supervised and unsupervised
learning scenarios.
• LAMDA enables the definition of clear control
rules (classes) because its structure is known.
Thus, the main contribution of this work is the design of a
new type of intelligent controller that is based on LAMDA
and applied to regulation of an HVAC system. The main
advantages of our method are that it does not require a mathe-
matical model of the system and it requires few variables to be
parameterized. HVAC systems are an excellent case study for
evaluating our proposed controller since their dynamics are
complex due to the many elements that are involved. For the
controller design, it is necessary to establish classes (opera-
tional states) of the system and their rules. Then, an inference
method based on [30] is defined. For the validation of the
proposed method, a comparative analysis of the behavior of
the LAMDA controller is performed by comparing it against
other well-known methods and evaluating its performance
and robustness when disturbances are added to the system.
Excellent results have been obtained with the LAMDA con-
troller in various scenarios.
This article presents a review of the various control meth-
ods that are used in HVAC systems in Section II. Section III
introduces the process of HVAC systems and the basic formu-
lation of LAMDA. Section IV describes how the LAMDA
control capabilities operate in HVAC systems. Section V
evaluates our control approach in a real context and ana-
lyzes its performance in comparison with other conventional
control models. Finally, Section VI presents the conclusions
of the paper.
III. RELATED WORKS
HVAC control modeling can be approached using physics
or deduced from the input and output data. HVAC control
systems use conventional and advanced methods. Among the
conventional methods, the PID controller is still considered
in 9% of the literature on HVAC control, which represents a
significant interest. Other self-tuning techniques, such as gain
scheduling, are also considered in the 9% portion. Decou-
pling, state-space representation and transfer functions are
also considered. Advanced control methods implement tech-
niques to predict the system behavior, optimize several objec-
tives and adapt to it. The LQ and LQG optimization schemas
provide higher robustness and stability. With the exponential
progress of IT, MPC and its variants attract the attention of
researchers in 15% of HVAC-related articles, followed by
multiagent architectures, which are studied in 14% of the
articles. Fuzzy logic control also provides interesting results
and is considered in 13% of studies [1], [9].
A. GENERAL CONTROL MODELS
White box—or forward—models are built with mathematical
formulations. They model the mass balance, heat transfer,
thermal momentum or flow rates with differential equations.
They require knowledge of the physical and/or chemical laws
of the system. The key advantage is that they provide an
easy analysis with a simple algebraic formulation and robust
generalization. Thesemathematical models are typically used
in HVAC system design. They are typically applied in simpler
systems, such as SISO and steady-state or quasi-steady-state
systems without high-frequency disturbances, e.g., temper-
ature and relative humidity changes in HVAC. In any case,
they inherently incur high computational expenses. They
outperform black box models when the feedback system
information is scarce or incomplete [9].
Black box—or inverse—models approach the problem
empirically by collecting system performance data and using
these data to establish a relation between the inputs and
outputs via ML, statistical or AI methods. Current research
considers AI for plant modeling, controller design, system
performance improvement, calibration and parameterization.
One of the key advantages is that once AI models have
been learned, they are very fast and require few computa-
tional resources, especially those that are based on neural
networks [31]. Other data-driven models of interest in the
literature are frequency-domain, data mining, state-space,
geometric, case-based reasoning, stochastic and instanta-
neous methods [9]. ANN have been used in simulations of
heat pump operation [32] and models to optimize simulta-
neously the building energy and comfort [33]. A particu-
lar case of neural networks is the modeling of the system
dynamics with RNN [34]. RNN can be simulated with evo-
lutionary algorithms [35]. However, studies on ANN models
have not been widely conducted in the HVAC industry yet
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‘‘due to uncertainty, long training periods, and complexity in
setting up and maintaining the system’’ [36]. Other black box
approaches utilize statistics and rely on identifying the best
sample of a population. Statistical approaches use linear or
polynomial time series regression models in control design
to fit the system trajectories. Examples include the nonlinear
ARX model, the ARMAXmodel and the ARIMAmodel [1].
Some of these methods do not consider the system output,
whereas others do not consider the inputs [7]. Statistical
models cannot simulate nonlinear behaviors standalone and
require the support of other methods, such as ANN, as dis-
cussed in articles on HVAC control, such as NNARX, FFBP
and RBF methods [9].
FL modeling is showing satisfactory performance in con-
trol and can interact with ANN models and GA algorithms
to provide hybrid models with the best characteristics of
black box and white box models [14], [15]. FL uses simple
mathematics for nonlinear and complex systems, which are
sufficient for HVAC [11]. The FAN and NFIS improve the
prediction accuracy, and the T-S fuzzy model can be applied
to online models [13]. In [6], an HVAC system for a motor
vehicle is proposed and includes a climate control circuit that
is coupled to onboard sensors, a human-machine interface,
and climate actuators. The control system receives crowd data
and at least one weight, which indicates the confidence level
that is associated with the crowd data. It generates command
parameters using a set of fuzzy rules in response to the crowd
data and the weights. It shows high precision and rapid opera-
tion; however, for higher accuracy, FL requires more grading,
which increases the number of rules exponentially, and more
grading is not always available for some components. Other
drawbacks of bare FL are its lower speed comparedwith other
models, the lack of a real-time response, and learning from
feedback.
Several studies propose optimizing the performance by
implementing clustering techniques that are based on a clus-
tering ensemble, such as WLAC [37]; by setting the weights
for the fine-tuning of the fuzzy algorithm [38]; or via an
iterative fusion of the base clusters [39], which yields visible
improvements. Additionally, in [40], a clustering approach
is proposed with the objective of minimizing the effect
of the differences in the quality and diversity of the base
clusters [40]. The contextual information, such as seasonal
periods or scheduled activities, and the knowledge of the sys-
tem’s behavior are translated into fuzzy rules that shorten the
model training process. FL does not require a mathematical
formulation for representing the physics of the system nor
mechanisms for overcoming the nonlinearities [11].
Finally, hybrid models combine black box and white box
models to balance their drawbacks. Hybrid models use opti-
mization to obtain the system parameters, such as least
squares, gradient descent and genetic algorithms (GAs) [1].
For example, a two-stage energy management strategy has
been developed for commercial buildings with these mod-
els [41]. One of the interesting contributions of that study is
the inclusion of uncertainties in electricity prices in the MPC
logic for optimizing the energy consumption. They propose
balancing the power supply and the building load while min-
imizing the operational costs. The load demand, wind power
and electricity price are forecasted with a SARIMA model
and a CVaR is added to consider the price uncertainties.
In [12], an HVAC system has been modeled using MATLAB,
which uses a fuzzy controlling system and an RBF to define
a predictive control system.
B. HVAC CONTROL METHODS
Kozák et al. [42] utilize a classical automation of control
by looping back the output to the SP input to obtain the
difference, or error signal, the amplitude of which regulates
the actuators. These FBC stabilize unstable processes and
reduce the sensitivity to parameter variations. Performance
is guaranteed even when there are uncertainties that do not
match exactly the real process. SP, which is typically the
thermal expectation in HVAC, may be complemented with
other information sources such as timers for regular activ-
ity, event scheduling, or weather forecasting for predicting
outdoor conditions. In [43], PID controllers for the HVAC
industry are described. In the case of HVAC systems, plain
PID controllers do not perform well due to the nonlinearities
of the system. Installations are designed to work at a full load,
but the equipment typically works at a partial load, which is
inefficient and requires autotuning techniques such as relay-
autotuning or open-loop step tests. Classical methods for tun-
ing the gains of PID controllers include the Ziegler-Nichols
method and the Cohen-Coon method [44]. FL realizes higher
performance in tuning PID control today. These basic control
methods are widely implemented in PLCs and in FPGAs as
they have simple control laws that are used in multipurpose
applications [36].
In advanced strategies, one of the problems is to work
with multiple variables, with techniques that split a MIMO
system into SISO subsystems, such as the RGA [42], or that
split the decentralizing PID controllers into a number of
controllers that equals the number of inputs. These methods
encounter challenges when finding Lyapunov functions and
proving their stability, are complex and sensitive to parameter
variations, have a limited operating range, or require the
measurement of all state variables.
The new principles in control [9], [34], [36] , [45] are opti-
mally, robustness and intelligence. In HVAC, the robustness
principle aims at addressing the design problem of partial
loads attenuating the effects of disturbances and at stabiliz-
ing operations to improve the performance. An HVAC con-
trol prediction strategy uses models to anticipate the system
dynamics, such as MPC, and typically simulates the system
dynamic behavior by solving linear or quadratic problems,
such as Euler-Lagrange equations. MPC controllers optimize
the control for a future time horizon by analyzing possible
state trajectories, but the results are applicable only for the
current timeslot, and the optimization must be recalculated
for the next horizon in the next timeslot. MPC is gaining
support in complex systems [1], [7], [8], [33], [46], [47],
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TABLE 1. Classification of scientific references according to the
addressed problem.
namely, systems that have high-order dynamics or long
delays, while nonpredictive PID controllers are still preferred
for simpler systems [43]. Examples of the studied MPC
approaches for buildings are DMC, MAC, PFC, EPSAC,
EHAC and GPC [47]. MPC can realize robustness against
disturbances by predicting possible extreme disturbances,
e.g., in min-max MPC; by surpassing the constraints, e.g.,
in constraint tightening MPC; by using FBC to converge
to the nominal model, e.g., in tube MPC; or by collecting
several samples online for modeling spaces that are generated
by disturbances, e.g., in multistage MPC. When the HVAC
control strategy is an optimization strategy, there are multiple
aspects to address: the objectives, constraints, disturbances,
modeling techniques and receding horizon [33]. Control opti-
mization, which is model-free and is also known as an expert
system, is conducted online with incomplete datasets and
penalizes the accuracy. A simplified model of central chiller
components that uses genetic optimization algorithms real-
izes 0.73% to 2.55% accuracy [48].
Finally, due to the complexity of HVAC control, it has been
approached from various angles. Table 1 presents a classifi-
cation of the bibliography according to the main field that is
addressed in each article. The first approach is for the problem
of simulating the system behavior, namely, the modeling
problem. The second, third and fourth approaches hardly
discuss the problem of control with classical, hard or soft
methods. The fifth approach is the introduction of artificial
intelligence in the control model. The last approach seeks
energy savings from the complete system supervision.
The scientific literature on FL methods in HVAC control
looks promising because simple mathematics are used for
nonlinear and dynamic systems. However, FL requires more
rules for the realization of higher accuracy; this requirement
reduces the speed, and such rules are not always available.
Real-time response HVAC control with FL has not been stud-
ied so far. This limitation is one of the problems the proposed




HVAC system direct modeling mimics complex structures,
such as chillers, heat pumps, heating/cooling coils, boilers,
air-handling units, thermal storage systems and liquid/air
distribution systems. Sensors and actuators enable the regu-
lation of the controllable plant variables, such as the ambient
temperature in the occupied zones, the static pressure in the
pipes, the chilled flowing water temperature and the air fan
speed. An HVAC system is difficult not only to simulate but
also to manage due to the nonlinearities and dynamics of its
physical behavior. This difficulty is demonstrated with the
following example: A chiller removes heat from a fluid in
a vapor compression cycle or an absorption cooling cycle,
which consumes almost half the energy. It has a compressor,
an evaporator, a condenser, and an EEV, which are typically
designed separately under the following assumptions [1], [2]:
• The refrigerant properties are homogeneous in each
component.
• The refrigerant flow rate through the compressor is con-
stant throughout the system.
• The expansion process through the EEV/orifice plate is
isenthalpic.
• The temperature of the walls does not vary through the
cross-section or across the ducts.
If the refrigerant is in quasi-steady state, using the energy
balance equations that are proposed in [1], the heat transfer
rate in the evaporator (Qe) and the refrigerant mass flow
rate (ṁr ) are obtained via Eqs. (1) and (2):
Q̇e = αeiAei (Two − Twe) (1)
ṁr (h1 − h6) = αeoAeo (Twe − Te) (2)
where h1 is the enthalpy of the refrigerant at the evapo-
rator outlet-compressor inlet (kJ/kg), h6 is the enthalpy of
the refrigerant expansion valve exit/evaporator inlet (kJ/kg),
Aei is the area of the evaporator inlet (m2), and Aeo is the
area of the evaporator outlet (m2). Two is the return water
temperature (◦C), Twe is the temperature of the evaporator
wall (◦C), Te is the temperature of the refrigerant at the
evaporator inlet (◦C), αei is the heat transfer coefficient of the
refrigerant that is entering the evaporator (W/m2K ) and αeo
is the heat transfer coefficient of the refrigerant that is leaving
the evaporator (W/m2K ). Via a similar approach, the heat
transfer rate of the condenser (Qc) and the other parameters
of the HVAC system, such as the dynamic temperature of the
heating/cooling coil, can be obtained by applying the energy
balance in the air–water heat exchanger [1].
The mathematical formulation is even more complicated
when applied to the case of an existing buildingHVAC system
due to the scarce and unstructured available documentation
and because the hidden habits that have been acquired by the
engineers and operators hinder the modeling of an identical
system.
In contrast, data models are simple to build, but quality
data are required for building trustable models. Typically,
some of the essential data are not always available or sensors
generate interferences. Filtering, sensor networks, detection
algorithms, and virtual sensors improve the model, but are
insufficient for practitioners. The previous section presented
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FIGURE 1. Functional blocks of a LAMDA controller.
another approach for overcoming modeling issues by perfect-
ing the mathematical simulation with data models, collecting
HVAC system data in normal or abnormal conditions, and
using statistics, AI [46] or DL [34]. The studied models
include TCBM, 4SID, PDF, JIT, MLP, SVM, FAN, T-S fuzzy,
ANFIS, linear and polynomial time series regression, ARX,
ARMAX, and ARIMA.
B. LAMDA CONTROLLER
LAMDA is a clustering algorithm that uses the degree
of adequacy to classify each individual. The analysis of
the similarity compares the features of any object X =[
x1; ...;xj; ...;xn
]
, with those of the existing classes C =
{C1;C2; ...;Ck ; ...;Cm} [26]. LAMDA is a noniterative algo-
rithm, and it was intended for use in system supervisory
tasks and in the identification of functional states. This study
extends its applicability to control systems by identifying the
current system operational state and driving it to the target
state, which is defined by its variables [30]. Themain strategy
is to set rules, namely, classes in LAMDA terminology, based
upon the knowledge of the system behavior and the con-
text information, as in other conventional fuzzy controllers.
Figure 1 illustrates the structure of a LAMDA controller.
The features of the objects are normalized to [0, 1] to





where xjmin is the minimum value of feature xj, xjmax is the
maximum value of feature xj and x̄j is the normalized feature.
With normalized values, LAMDA calculates the marginal
adequacy degree (MAD), which describes the similarity of
any feature with the corresponding feature of the class.MADs
are calculated with probability density functions, such as that














where ρk,j is the mean of the jth feature in the kth class and
σk,j is the standard deviation of the jth descriptor in the kth
class.
After obtaining the MADs, LAMDA calculates the GADs
using aggregation functions T-norm (Eq. (5)) and S-norm
(Eq. (6)) and the parameter α ∈ [0, 1], which represents
the level of exactitude. As α increases, the classification
becomes more selective [27]. When two or more features are
considered, the GADs are computed recurrently.
























Parameter p modifies the sensibility and is typically set to
p = 1. The GADs are computed for every class. The GAD of
the kth class is obtained via Eq. (7):
GADk,X̄
(









MADk,1, . . . ,MADk,n
)
(7)
In classification tasks, the normalized object X̄ is assigned
to the class with the maximum GAD, as expressed in Eq. (8),
where the index is the identifier of the selected class.
index = max
(
GAD1,X̄ ,GADk,X̄ , . . . ,GADm,X̄
)
(8)
The previous steps describe how LAMDA identifies the
current operational state of the system. However, in the case
of a LAMDA controller, it is not sufficient to identify the
functional state in which the system is operating; there-
fore, the control requires an inference method for driving
the system to the desired state. This method is realized by
defining the known rules that govern the plant, similar to con-
ventional fuzzy controllers. The following expression defines













where x̄j takes values from the universe of discourse Uj.
The linguistic output variable yj is defined in the universe of
discourse Vj. F lj and G
j are fuzzy sets in Uj and Vj, respec-
tively, (j = 1, ...,n) , (l = 1, ...,m), where n is the number of
features and m is the number of rules, which are also known
as LAMDA classes.
In this case, LAMDA operates with the GADs using the
first-order T-S inference method, where Gj = qj. Eq. (10)





where u is the controller output, qk is theweight that is applied
in the kth class, and β is the parameter for moderating u,
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FIGURE 2. Block diagram of a simple HVAC system [53].
thereby limiting the controller’s output to the class bound-










V. LAMDA CONTROLLER IN HVAC SYSTEMS
As discussed in the previous sections, HVAC systems are
nonlinear and dynamic and require complex control methods.
Controllable variables in the thermal zone are coupled and
interact with each other.
This section tests LAMDAwith the HVAC system that was
defined by Arguello-Serrano and Velez-Reyes [51], in which
the objective is to regulate the temperature (T3[◦F]) and
relative humidity (W3 [lb/lb]) parameters in a thermal space,
namely, Zone 3, as illustrated in Figure 2.
Outdoor air (fresh air) flows into the system, 25% of which
mixes with 75% of the returning air, and the remainder is
expelled. The mixed air passes through a filter to the heat
exchanger, where it is conditioned by following the SP ref-
erence. The conditioned air is propelled to the thermal zone
with a fan. The system must control variables T3 and W3
simultaneously, based on thermal loads by varying the fan
speed, u1, to regulate the air flow rate and the cold-water
pumping rate, u2, from the chiller to the heat exchanger.
The HVAC system differential equations of energy and







































where hw is the enthalpy of liquid water, W0 is the humidity
ratio of outdoor air, hfg is the enthalpy of water vapor, Vhe is
the volume of the heat exchanger, Ws is the humidity ratio
of the supply air, W3 is the humidity ratio of Zone 3, Cp is
the specific heat of air, T0 is the temperature of outdoor air,
M0 is the moisture load,Q0 is the sensible heat load, T2 is the
temperature of the supply air, T3 is the temperature of Zone 3,
Vs is the volume of Zone 3, ρ is the air mass density, f is the
volumetric flow rate of air (ft3/min), and gpm is the flow rate
of chilled water (gal/min). The assumptions that are made in
the derivation of this mathematical model are also detailed in
the study of Arguello-Serrano and Velez-Reyes [51].
Representing the system in state-space notation for the
design of the control system, let u1 = f , u2 = gpm, x1 = T3,
x2 = W3, x3 = T2, y1 = T3, and y2 = W3. The following
parameters are defined to complete the model: α1 = 1/Vs,
α2 = hfg/CpV s, α3 = 1/ρCpV s, α4 = 1/ρV s, β1 = 1/Vhe,
β2 = 1/ρCpV he, and β3 = hw/CpV he. The mathematical
model of (10), (11) and (12) can be reformulated as:






ẋ2 = u1α160 (Ws − x2)+ α4M0 (16)
ẋ3 = u1β160 (x1 − x3)+ u1β115 (T0 − x1)
− u1β360 (0.25W 0 + 0.75x2 −Ws)
− 6000u2β2 (17)
y1 = x1 (18)
y2 = x2 (19)
Table 2 and Table 3 list the numerical values that were
chosen for the simulation and the system parameters at the
operating point, respectively.
f (u1) and gpm (u2) are the control actions that modify
the target variables T3 (x1) and W3(x2). Figure 3 illustrates
the mutual interactions among these parameters within the
differential equations, thereby rendering a MIMO control
problem.
In the figure,G1 () ,G2 (), andG3 () are expressions (15),
(16) and (17), respectively.
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TABLE 3. Numerical values for system parameters at the operating point.
FIGURE 3. Block diagram of the HVAC model (MIMO system).
FIGURE 4. Step change of 10% is applied to u1.
The proposed controller analyzes the data to discover pos-
sible relations between inputs and outputs by implementing
two LAMDA controllers, one for each of the two output zone
variables, namely, x1 and x2. To validate this implementation,
it is necessary to determine whether the outputs are coupled,
in which case a decoupling stage is required.
The method starts applying a step at one of the inputs and
monitoring the response at the outputs to obtain the numerical








In the experiment, a step change of 10% is applied in the
HVAC system operating point to u1, as plotted in Figure 4,
to monitor the controllers’ responses at outputs x1 and x2,
while u2 remains unchanged.
Figure 5 plots the response of x1 to the step change of u1.
An approximate model of the transfer function g11 is
obtained via the reaction curve method. In this case, t1 is the
time for the curve to reach 28% of the total change, and t2 is
the time to reach 63.6%. These parameters are obtained via
FIGURE 5. Response of x1 to the 10% step change of u1.
FIGURE 6. Response of x2 to the 10% step change of u1.
Eqs. (21) - (24).
t1 = 0.5690− 0.5 = 0.0690 h;




(t2 − t1) =
3
2








= 9.8164× 10−4 (23)





Figure 6 plots the response of x2 to the step change of u1.
An approximate model of the transfer function g21 is obtained
via the reaction curve method. The parameters are obtained
via Eqs. (25) - (28).
t1 = 0.5183− 0.5 = 0.0183 h;




(t2 − t1) =
3
2
(0.0527− 0.0183) = 0.0516h
(26)
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FIGURE 7. Step change of 10% is applied to u1.







= −1.1764× 10−7 (27)





The next action in the experiment is to apply a step change
of 10% in the HVAC system operating point at u2, as plotted
in Figure 7, while u1 remains unchanged.
Figure 8 plots the response of x1 to the step change of u2.
An approximate model of the transfer function g12 is obtained
via the reaction curve method. These parameters are obtained
via Eqs. (29) - (32).
t1 = 0.5779− 0.5 = 0.0779h;




(t2 − t1) =
3
2














FIGURE 9. Response of x2 to a 10% step change of u2.
Figure 9 plots the response of x2 to the step change of u2.
An approximate model of the transfer function g22 is obtained
via the reaction curve method. These parameters are obtained
via Eq. (33).
According to Figure 9, x2 remains unchanged with a step
change of u2. Thus:
g22 = 0 (33)
Based on the obtained transfer functions, the linearized
model can be represented by matrix G(s):





























From G(s), the gains of each element are obtained to yield







The RGA [57] is a matrix (Bristol’s matrix) that is used to
measure the interaction between the inputs and outputs in a
multivariate process control. It is defined as:
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FIGURE 10. HVAC system two-closed-loop LAMDA control scheme (decoupled).












The parameters of3(K ) describe the dependence between
the inputs and outputs (Eq. (37)), thereby leading to the con-
clusion that the decoupling stage is not necessary for this con-
trol. Due to the HVAC system characteristics and the resulting
parameters of3(K ), the control design with two independent
LAMDA controllers, namely, one for the temperature x1 and
another for the relative humidity x2, is feasible.
u2→ x1 and u1→ x2 (39)
Figure 10 illustrates the operational scheme of the pro-
posed control system with two separated control loops, each
of which is dedicated to maintaining one of the two variables
that are associated with the thermal zone comfort.
This model could be approached as an FOPDT system;
however, the transformation uncertainties and the nonlin-
ear effects would degrade its performance. This degradation
motivates the design of LAMDA-PI controllers for maintain-
ing the steady-state error as close to zero as possible since the
control target is to maintain the temperature at 71[◦F] and
the relative humidity at 0.0092[lb/lb]. Figure 10 illustrates
the LAMDA-PD controllers at the input stage, the signals
of which are integrated to obtain the LAMDA-PI controllers
[30]. The added blocks have scaling gains of kp1, kd1, ki1,
kp2, kd2 and ki2 for tuning the responses of the controllers.
The controllers’ inputs are e and ė, where e is the error that
is obtained via the subtraction of the SP reference and the
current system output and ė is its derivative. These variables
are used to drive the system to the desired zero state, in which
the error and its derivative are equal to zero, and to maintain
it at zero.
The centers of fuzzy classesCk and their respective param-
eters in the consequent qk are presented in Figure 11; they are
the training data for LAMDA operation. Twenty-five classes
FIGURE 11. Defined classes and outputs for: a) the relative humidity
LAMDA controller and b) the temperature LAMDA controller.
are defined for each controller, and the centers are set as a
combination of the following sets:
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TABLE 4. Numerical values for system parameters at the operating point.











VI. SIMULATIONS AND RESULTS
In this section, ourmethod is compared against two additional
controllers, namely, PI and conventional Fuzzy-PI [59], to
evaluate their behaviors in the regulation tasks and to ana-
lyze their performances and responses to disturbances. The
main criteria for the evaluation of the approaches is the IAE
(integral absolute error, see Eq. (42)), which is an index
that measures the performances of the controllers. The IAE
reflects the cumulative error, namely, how far the response
is from the applied reference. Therefore, the controller that





|e (t)| dt (42)
As discussed above, disturbances that simulate thermal
loads in the system are added for evaluating the robustness
of the closed-loop system.
The PI controllers are calibrated at the beginning via
the Smith and Corripio method [58] to realize the best
performance based on the IAE minimization. The Fuzzy-
PI controllers have been designed by considering Gaussian
membership functions with their maximum values at the cen-
ter points of the LAMDA classes for the same rules for a fair
comparison with the LAMDA-PI controller. The sample time
in this experiment is set to 0.01 hours, which is equivalent to
36 seconds, and the gains of the Fuzzy-PI and LAMDA-PI
controllers have been empirically calibrated to perform their
control actions in the same ranges as the PI controllers. The
gains of the studied controllers are presented in Table 4.
The objective of the studied HVAC system is to maintain
the temperature T3 at 71 [◦F] and the relative humidity at
0.0092 [lb/lb]; namely, this maintenance is a problem of
regulation in the field of automatic control. The experiment
begins with the application of a moisture disturbance in
Zone 3, as is illustrated in Figure 10. The moisture distur-
bance signal for robustness consideration that is applied to
the system is plotted in Figure 12.
The control actions and system responses of the PI and
LAMDA-PI controllers are presented in Figure 13 for com-
parison.
The resulting IAEs after the application of the moisture
disturbance to the HVAC system are presented in Table 5.
FIGURE 12. Moisture disturbance signal for testing the controller’s
robustness feature.
Additionally, Table 5 presents the differences and the relative
percentages of variation 1% (Eq. (43)) with respect to the






where IAEX is the index of the controller that does not
perform the best.
The results in Figure 13 and Table 5 demonstrate that
the LAMDA controller realizes the best IAE performance
when a moisture disturbance is applied in the thermal zone.
The applied disturbance affects both the W3 and T3 outputs,
of which the latter is more affected. However, the LAMDA-
PI controller corrects the disturbance faster, thereby lead-
ing to lower overshoots in the response. This outcome also
implies an energy savings when driving the system to the
desired state. This smoother or less abrupt behavior is shown
in the magnified frames in Figure 13, thereby proving the
improvement both graphically and numerically. In the case
of temperature, the improvement over the PI controller is
142%, and that over the Fuzzy-PI is 32%; for humidity, the
improvement over the PI controller is 3.5%, and that over the
Fuzzy-PI is 13%. The smoother control signal enables faster
regulation of the output variables, thereby demonstrating the
robustness of the proposed controller.
In the next test, a temperature (heat) disturbance is applied
in Zone 3, as plotted in Figure 10. The heat disturbance signal
for robustness analysis is presented in Figure 14.
The controllers react to the changes and the responses are
plotted in Figure 15, in which the performances of PI and
LAMDA-PI are compared.
The resulting IAEs after the application of the temper-
ature disturbance to the system are presented in Table 6.
Additionally, Table 6 presents the differences and the relative
percentages of variation1%with respect to the best IAE (the
value that is marked in bold text).
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FIGURE 13. Comparative results with a moisture disturbance: (a) control
action u1, (b) humidity ratio W3, (c) control action u2, and
(d) temperature T3.
The results in Figure 15 and Table 6 demonstrate again
that the LAMDA controller realizes the best IAE perfor-
mance when a temperature disturbance is applied in the
TABLE 5. IAE comparison with the application of a moisture disturbance
to the HVAC system.
FIGURE 14. Temperature disturbance signal for robustness analysis.
thermal zone. The applied disturbance affects only the T3 out-
put. Again, the LAMDA-PI controller yields the best results
for this test. Our approach shows improvements in the case
of temperature over the PI controller of 5% and over Fuzzy-
PI of 148%, and for humidity, it shows improvements over
the PI controller of 6% and over the Fuzzy-PI of 2.4%. The
Fuzzy-PI controller presents a more abrupt control action
than that of the LAMDA-PI controller, and the PI controller
has a smoother but slower response, which causes the system
to take longer to reach the reference values (see the mag-
nified frames in Figure 15), thereby increasing the energy
consumption of the actuators (fan and chiller) for maintaining
the system at the desired reference values.
A. DISCUSSION OF THE RESULTS
In the studied HVAC system for buildings, two types of
disturbances have been applied separately: temperature (heat)
and moisture.
It has been shown that the moisture disturbance that is
applied to the thermal zone most affects the behavior of the
system and is the most critical for the control system since it
causes the two controllers to begin regulating the variables T3
and W3.
All the tested controllers realize the control objective of
stabilizing the system at the desired reference values, namely,
71◦F and 0.0092 lb/lb. However, it is important to ana-
lyze the ways in which the approaches stabilize the system,
along with their respective performances. In all the tests that
were conducted, LAMDA-PI yields the lowest IAE values,
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FIGURE 15. Comparative results with a temperature disturbance:
(a) control action u1, (b) humidity ratio W3, (c) control action u2, and
(d) temperature T3.
demonstrating that in the presence of significant step-type
disturbances (±10% of the reference values), the controller
takes the system quickly to the reference without failing or
TABLE 6. IAE comparison with the application of a temperature
disturbance to the HVAC system.
becoming unstable. In the case of humidity (see Figure 13b),
it performs without overshoot and faster than the Fuzzy-
PI controller, where LAMDA realizes higher performance
with values that exceed 30%. In the case of temperature
disturbances (see Figure 15c and 15d), the response is the
fastest without producing considerable oscillations, such as
those observed in Fuzzy-PI, or a very slow response, as in the
case of the PI, which results in high energy consumption that
must be reduced in systems of this type. The control actions
that are produced by the LAMDA-PI controller are not abrupt
and can be physically implemented in the studied system.
The implementation of the proposed controller shows
advantages in terms of both the performance and the response
to disturbances, and its design is simple since no mathemat-
ical model of the HVAC system is required and it is only
necessary to define the centers of the classes and the rules
based on the knowledge of the HVAC system. Our proposed
approach also improves the results with respect to Fuzzy-PI,
which presents a similar design methodology, but requires the
definition of additional parameters for the Gaussian, triangu-
lar or trapezoidal membership functions.
With respect to the depreciation of the overall control
system, it has been shown that the controller exhibits a sat-
isfactory response to changes in the dynamics of the HVAC
system; namely, the system remains stable even though the
conditions of the HVAC system to be controlled are mod-
ified, demonstrating the excellent features of our method.
With respect to controlling system failures, future studies will
analyze this problem in the context of a supervision system.
VII. CONCLUSION
Advanced building HVAC control is a necessity in our society
for ensuring the comfort of the occupants and saving energy.
The soft control or AImethods that are based onANN, FL and
evolutionary algorithms are yielding interesting results in
terms of accuracy and computational optimization perfor-
mance. This paper proposes an HVAC control that is based
on the LAMDA, which is a fuzzy logic clustering approach
for smart buildings. The proposed model outperforms other
conventional controllers.
LAMDA control is a powerful technique for knowledge
extraction because it supports both the identification of the
most relevant system features and control decision-making.
This is a singular characteristic from the modeling perspec-
tive. Mathematical models are difficult to implement, require
assumptions that reduce the accuracy of the simulation, and
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are unable to support online solutions due to their com-
plexities. Empirical approaches typically suffer from lack of
quality data or sufficient information for building reliable
models.
Due to the need to save energy, maintain comfort and add
objectives to the HVAC control system, a general approach
is required that results in a complex and multifaceted prob-
lem because multidimensional data are required that are not
possible to analyze via simple techniques. The proposed
approach enables the definition of the main domain-based
features of the studied phenomena, and this definition is used
to implement useful strategies for driving the controller from
its current state to the desired target state.
The implementation of a LAMDA-based controller drives
the HVAC system to the target state by calculating the ade-
quacy with respect to the class (GADs). The versatility of the
algorithm has been demonstrated by comparing LAMDA-PI
with the conventional PI and Fuzzy-PI controllers. The main
advantage of working with LAMDA is that it is only nec-
essary to define the centers of the fuzzy logic classes and
the weights for the outputs, and no additional parameters are
required, such as in conventional fuzzy controllers.
This article has demonstrated the utilization of contex-
tual information in real time in a LAMDA controller. The
proposed approach includes the contextual data in the error
input as real-time feedback information with a manageable
number of rules. The results of the experiments for evalu-
ating the robustness have proven that higher precision and
faster operation of LAMDA-PI are achieved compared with
available conventional controllers and that LAMDA-PI pro-
vides energy savings, as it manages the actuators using a
softer approach. In addition, the proposed controller can be
trained with an online learning mechanism for real-time cal-
ibration. In future work, the ability to self-adjust the classes
for the algorithm without requiring the human expertise of
the designer will be extended by using the gradient descent
algorithm.
REFERENCES
[1] A. Afram and F. Janabi-Sharifi, ‘‘Review of modeling methods for HVAC
systems,’’ Appl. Thermal Eng., vol. 67, nos. 1–2, pp. 507–519, Jun. 2014.
[2] J. Aguilar, A. Garces-Jimenez, N. Gallego-Salvador, J. G. de Mesa,
J. M. Gomez-Pulido, and A. Garcìa-Tejedor, ‘‘A multi-HVAC system
autonomic management architecture for smart buildings,’’ IEEE Access,
vol. 7, pp. 123402–123415.
[3] A. Barbato and G. Carpentieri, ‘‘Model and algorithms for the real time
management of residential electricity demand,’’ in Proc. IEEE Int. Energy
Conf. Exhibit. (ENERGYCON), Sep. 2012, pp. 701–706.
[4] Z. Ma, P. Cooper, D. Daly, and L. Ledo, ‘‘Existing building retrofits:
Methodology and state-of-the-art,’’ Energy Buildings, vol. 55,
pp. 889–902, Dec. 2012.
[5] S. Salimi and A. Hammad, ‘‘Critical review and research roadmap of office
building energy management based on occupancy monitoring,’’ Energy
Buildings, vol. 182, pp. 214–241, Jan. 2019.
[6] J. Stanek, J. A. Lockwood, M. Davison, J. A. Palic, and L. Scott,
‘‘Adaptive control of automotive HVAC system using crowd-sourcing
data,’’ U.S. Patent 10 272 737, Apr. 30, 2019. [Online]. Available:
http://bit.do/fiu6q
[7] A. Afram and F. Janabi-Sharifi, ‘‘Theory and applications of HVAC control
systems—A review of model predictive control (MPC),’’ Building Envi-
ron., vol. 72, pp. 343–355, Feb. 2014.
[8] A. Afram, F. Janabi-Sharifi, A. S. Fung, and K. Raahemifar, ‘‘Artificial
neural network (ANN) based model predictive control (MPC) and opti-
mization of HVAC systems: A state of the art review and case study of
a residential HVAC system,’’ Energy Buildings, vol. 141, pp. 96–113,
Apr. 2017.
[9] Z. Afroz, G. Shafiullah, T. Urmee, and G. Higgins, ‘‘Modeling techniques
used in building HVAC control systems: A review,’’ Renew. Sustain.
Energy Rev., vol. 83, pp. 64–84, Mar. 2018.
[10] N. Aste, M. Manfren, and G. Marenzi, ‘‘Building automation and control
systems and performance optimization: A framework for analysis,’’Renew.
Sustain. Energy Rev., vol. 75, pp. 313–330, Aug. 2017.
[11] F. Behrooz, N. Mariun, M. Marhaban, M. Mohd Radzi, and A. Ramli,
‘‘Review of control techniques for HVAC systems–nonlinearity
approaches based on fuzzy cognitive maps,’’ Energies, vol. 11, no. 3,
p. 495, Feb. 2018.
[12] S. Faizollahzadeh Ardabili, A. Mahmoudi, and T. Mesri Gundoshmian,
‘‘Modeling and simulation controlling system of HVAC using fuzzy and
predictive (radial basis function, RBF) controllers,’’ J. Building Eng.,
vol. 6, pp. 301–308, Jun. 2016.
[13] P. Angelov and D. Filev, ‘‘An approach to online identification of takagi-
sugeno fuzzy models,’’ IEEE Trans. Syst., Man, Cybern. B. Cybern.,
vol. 34, no. 1, pp. 484–498, Feb. 2004.
[14] A. Dounis, M. Santamouris, C. Lefas, and A. Argiriou, ‘‘Design of a
fuzzy set environment comfort system,’’ Energy Buildings, vol. 22, no. 1,
pp. 81–87, Mar. 1995.
[15] A.Dounis,M. Santamouris, andC. Lefas, ‘‘Building visual comfort control
with fuzzy reasoning,’’Energy Convers. Manage., vol. 34, no. 1, pp. 17–28,
Jan. 1993.
[16] J. Aguilar-Martín andN. LópezDeMantaras, The Process of Classification
and Learning the Meaning of Linguistic Descriptors of Concepts. Los
Angeles, CA, USA: North Hollywood, 1982.
[17] J. F. Botía and D. Botía, ‘‘On LAMDA clustering method based on typ-
icality degree and intuitionistic fuzzy sets,’’ Expert Syst. Appl., vol. 107,
pp. 196–221, Oct. 2018.
[18] C. Isaza, J. Aguilar-Martin, M. LeLann, J. Aguilar, and A. Rios, ‘‘An opti-
mization method for the data space partition obtained by classification
techniques for the monitoring of dynamic processes,’’ in Proc. Artif. Intell.
Res. Develop., 2006, pp. 80–87.
[19] J. F. Botía, C. Isaza, T. Kempowsky, M. V. Le Lann, and J. Aguilar-Martín,
‘‘Automaton based on fuzzy clustering methods for monitoring indus-
trial processes,’’ Eng. Appl. Artif. Intell., vol. 26, no. 4, pp. 1211–1220,
Apr. 2013.
[20] H. Hernandez L. Camas A,MedinaM. PerezM. Le Lann, ‘‘Fault diagnosis
by LAMDA methodology applied to drinking water plant,’’ IEEE Latin
Amer. Trans., vol. 12, no. 6, pp. 985–990, Sep. 2014.
[21] V. Krivanek, ‘‘Application LAMDA algorithm for fault detection
and isolation,’’ in Proc. 14th Int. Conf. Mechatronika, Jun. 2011,
pp. 46–51.
[22] B. Lamrini, M.-V. Le Lann, A. Benhammou, and E. K. Lakhal, ‘‘Detection
of functional states by the –LAMDA–classification technique: Application
to a coagulation process in drinking water treatment,’’Comp. RendusPhys.,
vol. 6, no. 10, pp. 1161–1168, Dec. 2005.
[23] J. Waissman, R. Sarrate, T. Escobet, J. Aguilar, and B. Dahhou, ‘‘Wastew-
ater treatment process supervision by means of a fuzzy automaton
model,’’ in Proc. 8th IEEE Medit. Conf. Control Autom., Nov. 2002,
pp. 163–168.
[24] F. A. Ruiz, C. V. Isaza, A. F. Agudelo, and J. R. Agudelo, ‘‘A new criterion
to validate and improve the classification process of LAMDA algorithm
applied to diesel engines,’’ Eng. Appl. Artif. Intell., vol. 60, pp. 117–127,
Apr. 2017.
[25] L. Morales and J. Aguilar, ‘‘LAMDA-HAD, an extension to the LAMDA
classifier in the context of supervised learning,’’ in International Journal
of Information Technology Decision Making. Singapore: World Scientific,
2019,
[26] L. Morales, H. Lozada, and, E. Camargo, ‘‘Applicability of LAMDA as
classification model in the oil production,’’ Artificial Intelligence Review.
Amsterdam, The Netherlands: Springer, p. 32, 2019, doi: 10.1007/s10462-
019-09731-6.
[27] L. Morales and C. A. Ouedraogo, ‘‘Experimental comparison of the diag-
nostic capabilities of classification and clustering algorithms for the QoS
management in an autonomic IoT platform,’’ in Service Oriented Comput-
ing and Applications. London, U.K.: Springer, 2019, doi: 10.1007/s11761-
019-00266-w.
16124 VOLUME 8, 2020
L. M. Escobaret al.: Advanced Fuzzy-Logic-Based Context-Driven Control for HVAC Management Systems in Buildings
[28] C. Bedoya, J. Waissman Villanova, and C. V. Isaza Narvaez, ‘‘Yager–
Rybalov triple5operator as a means of reducing the number of gener-
ated clusters in unsupervised anuran vocalization recognition,’’ in Nature-
Inspired Computation and Machine Learning. Berlin, Germany: Springer,
2014, pp. 382–391.
[29] A. Doncescu, J. Aguilar-Martin, and J.-C. Atine, ‘‘Image color segmenta-
tion using the fuzzy tree algorithm T-LAMDA,’’ Fuzzy Sets Syst., vol. 158,
no. 3, pp. 230–238, Feb. 2007.
[30] L. Morales, J. Aguilar, A. Rosales, J. A. G. de Mesa, and D. Chavez,
‘‘An intelligent controller based on LAMDA,’’ in Proc. IEEE 4th Colom-
bian Conf. Autom. Control (CCAC), Oct. 2019, pp. 1–6.
[31] H.-X. Zhao and F. Magoulès, ‘‘A review on the prediction of build-
ing energy consumption,’’ Renew. Sustain. Energy Rev., vol. 16, no. 6,
pp. 3586–3592, Aug. 2012.
[32] W. Gang and J. Wang, ‘‘Predictive ANN models of ground heat exchanger
for the control of hybrid ground source heat pump systems,’’ Appl. Energy,
vol. 112, pp. 1146–1153, Dec. 2013.
[33] G. Serale, M. Fiorentini, A. Capozzoli, D. Bernardini, and A. Bemporad,
‘‘Model predictive control (MPC) for enhancing building and HVAC sys-
tem energy efficiency: Problem formulation, applications and opportuni-
ties,’’ Energies, vol. 11, no. 3, p. 631, Mar. 2018.
[34] Y. Chen, Y. Shi, and B. Zhang, ‘‘Modeling and optimization of complex
building energy systems with deep neural networks,’’ in Proc. 51st Asilo-
mar Conf. Signals, Syst., Comput., Oct. 2017, pp. 1368–1373.
[35] L. Ruiz, R. Rueda, M. Cuéllar, and M. Pegalajar, ‘‘Energy consumption
forecasting based on Elman neural networks with evolutive optimization,’’
Expert Syst. Appl., vol. 92, pp. 380–389, Feb. 2018.
[36] M. Royapoor, A. Antony, and T. Roskilly, ‘‘A review of building climate
and plant controls, and a survey of industry perspectives,’’ Energy Build-
ings, vol. 158, pp. 453–465, Jan. 2018.
[37] H. Parvin and B.Minaei-Bidgoli, ‘‘A clustering ensemble framework based
on elite selection of weighted clusters,’’ Adv. Data Anal. Classification,
vol. 7, no. 2, pp. 181–208, Jun. 2013.
[38] H. Parvin and B. Minaei-Bidgoli, ‘‘A clustering ensemble framework
based on selection of fuzzy weighted clusters in a locally adaptive
clustering algorithm,’’ Pattern Anal. Appl., vol. 18, no. 1, pp. 87–112,
Feb. 2015.
[39] M. Mojarad, S. Nejatian, H. Parvin, and M. Mohammadpoor, ‘‘A fuzzy
clustering ensemble based on cluster clustering and iterative Fusion
of base clusters,’’ Appl. Intell., vol. 49, no. 7, pp. 2567–2581,
Jul. 2019.
[40] A. Bagherinia, B. Minaei-Bidgoli, M. Hossinzadeh, and H. Parvin, ‘‘Elite
fuzzy clustering ensemble based on clustering diversity and quality mea-
sures,’’ Appl. Intell., vol. 49, no. 5, pp. 1724–1747, May 2019.
[41] M. Tavakoli, F. Shokridehaki, M. Marzband, R. Godina, and E. Poures-
maeil, ‘‘A two stage hierarchical control approach for the optimal energy
management in commercial buildingmicrogrids based on local wind power
and PEVs,’’ Sustain. Cities Soc., vol. 41, pp. 332–340, Aug. 2018.
[42] Š. Kozák, ‘‘State-of-the-art in control engineering,’’ J. Elect. Syst. Inf.
Technol., vol. 1, no. 1, pp. 1–9, 2014.
[43] P. H. Shaikh, N. B. M. Nor, P. Nallagownden, I. Elamvazuthi, and
T. Ibrahim, ‘‘A review on optimized control systems for building energy
and comfort management of smart sustainable buildings,’’ Renew. Sustain.
Energy Rev., vol. 34, pp. 409–429, Jun. 2014.
[44] J. G. Ziegler and N. B. Nichols, ‘‘Optimum settings for automatic con-
trollers,’’ Trans. Amer. Soc. Mech. Eng., vol. 64, pp. 759–765, Nov. 1942.
[45] B. Fan, X. Jin, and Z. Du, ‘‘Optimal control strategies for multi-chiller
system based on probability density distribution of cooling load ratio,’’
Energy Buildings, vol. 43, no. 10, pp. 2813–2821, Oct. 2011.
[46] P. M. Ferreira, A. E. Ruano, S. Silva, and E. Z. E. Conceicao, ‘‘Neural
networks based predictive control for thermal comfort and energy savings
in public buildings,’’ Energy buildings, vol. 55, pp. 238–251, Dec. 2012.
[47] P. Roberts, ‘‘A brief overview of model predictive control,’’ in Proc. IEE
Seminar Practical Experiences Predictive Control, 2000, vol. 3, no. 4,
pp. 47–63.
[48] Z. Ma and S. Wang, ‘‘Supervisory and optimal control of central chiller
plants using simplified adaptive models and genetic algorithm,’’ Appl.
Energy, vol. 88, no. 1, pp. 198–211, Jan. 2011.
[49] H. Kwakernaak, ‘‘H2-optimization–Theory and applications to robust con-
trol design,’’ Annu. Rev. Control, vol. 26, no. 1, pp. 45–56, Jan. 2002.
[50] Z. Liu, H. Tan, D. Luo, G. Yu, J. Li, and Z. Li, ‘‘Optimal chiller
sequencing control in an office building considering the variation of chiller
maximum cooling capacity,’’ Energy Buildings, vol. 140, pp. 430–442,
Apr. 2017.
[51] B. Arguello-Serrano and M. Velez-Reyes, ‘‘Nonlinear control of a heating,
ventilating, and air conditioning system with thermal load estimation,’’
IEEE Trans. Control Syst. Technol., vol. 7, no. 1, pp. 56–63, 1999,
doi: 10.1109/87.736752.
[52] J. Mei, X. Xia, and M. Song, ‘‘An autonomous hierarchical control
for improving indoor comfort and energy efficiency of a direct expan-
sion air conditioning system,’’ Appl. Energy, vol. 221, pp. 450–463,
Jul. 2018.
[53] G. Jahedi and M. Ardehali, ‘‘Wavelet based artificial neural network
applied for energy efficiency enhancement of decoupled HVAC sys-
tem,’’ Energy Convers. Manage., vol. 54, no. 1, pp. 47–56, Feb. 2012,
doi: 10.1016/j.enconman.2011.10.005.
[54] M. Schmidt and C. Åhlund, ‘‘Smart buildings as cyber-physical systems:
Data-driven predictive control strategies for energy efficiency,’’ Renew.
Sustain. Energy Rev., vol. 90, pp. 742–756, Jul. 2018.
[55] J. Kephart and D. Chess, ‘‘The vision of autonomic computing,’’ Com-
puter, vol. 36, no. 1, pp. 41–50, Jan. 2003.
[56] T. I. Salsbury, ‘‘A survey of control technologies in the building automation
industry,’’ IFAC Proc. Volumes, vol. 38, no. 1, pp. 90–100, 2005.
[57] E. Bristol, ‘‘On a newmeasure of interaction for multivariable process con-
trol,’’ IEEE Trans. Autom. Control., vol. 11, no. 1, pp. 133–134, Jan. 1966,
doi: 10.1109/tac.1966.1098266.
[58] C. Smith and A. Corripio, Principles and Practice of Automatic Process
Control, 2nd ed. New York, NY, USA: Wiley, 1997.
[59] A. Rahmati, F. Rashidi, and M. Rashidi, ‘‘A hybrid fuzzy logic and
PID controller for control of nonlinear HVAC systems,’’ in Proc.
IEEE Int. Conf. Syst., Man Cybern., Oct. 2003, pp. 2249–2254,
doi: 10.1109/ICSMC.2003.1244218.
L. MORALES ESCOBAR received the engineering
degree in electronics and control from Escuela
Politécnica Nacional, Quito, Ecuador, in 2010,
and the M.Sc. degree in automatic and robotics
from the Universitat Politécnica of Catalunya,
Spain, in 2012. He is currently pursuing the Ph.D.
degree in the field of control systems with Escuela
Politécnica Nacional. He is currently an Assis-
tant Professor with Escuela Politécnica Nacional,
where he has taught electronics and automation
engineering degree. His research interest includes automatic systems and
artificial intelligence applied to control systems.
J. AGUILAR (Member, IEEE) received the
title of Systems Engineer from the Universidad
de los Andes, Venezuela, in 1987, the M.Sc.
degree in computer science from the Université
Paul Sabatier, France, in 1991, and the Ph.D.
degree in computer science from the Univer-
site Rene Descartes, France, in 1995. He com-
pleted Postdoctoral studies with the Department of
Computer Science, University of Houston, from
1999 to 2000, and the Laboratoire d’analyse et
d’architecture des systèmes (LAAS)’’, CNRS, Toulouse, France, from
2010 to 2011. He is currently a Full Professor with the CEMISID, Escuela
de Ingeniería de Sistemas, Universidad de Los Andes, Mérida, Venezuela.
He has published more than 500 articles and ten books, in the field of parallel
and distributed computing, computer intelligence, and science and tech-
nology management. His research interests include artificial intelligence,
semantic mining, big data, emerging computing, and intelligent environ-
ments. He is a member of the Mérida Science Academy and the IEEE CIS
Technical Committee on Neural Networks.
VOLUME 8, 2020 16125
L. M. Escobaret al.: Advanced Fuzzy-Logic-Based Context-Driven Control for HVAC Management Systems in Buildings
ALBERTO GARCÉS-JIMÉNEZ was born in
Madrid, Spain, in 1964. He received the B.S.
and M.Sc. degrees in telecommunication engi-
neering from the Polytechnic School of Madrid,
Spain, in 1991. He is currently pursuing the Ph.D.
degree with the Health Computing and Informa-
tion Systems Center, University of Alcala, Spain.
He works as a Researcher with the Biomedical
Research Foundation of Hospital Principe Asturias
in Alcala, Spain, and the Center for Research and
Innovation in Knowledge Management, University of Francisco de Vitoria,
Pozuelo, Spain. He is also a Professor with the Polytechnic School, Uni-
versity Francisco de Vitoria, where he has been teaching in computing engi-
neering degree and industrial systems engineering degree, since 2016. He has
also developed an extensive career in Telecommunications and Computing
Industries, from 1992 to 2016, where he has performed business engineering
support and managerial activities in large corporations and SMEs.
JOSÉ ANTONIO GUTIÉRREZ DE MESA
received the university degree in computer sci-
ence from the Polytechnic University of Madrid,
in 1987, the Documentation from the Alcala Uni-
versity, in 1996, the Mathematical degree from the
University Complutense of Madrid, in 1997, and
the Ph.D. degree from the Mathematical Depart-
ment, University of Alcala, in 1999. From Septem-
ber 1992 to April 1994, he worked as a Lecturer
with the Mathematical Department, Alcalá Uni-
versity, and then, he joined the Computer Science Department, University of
Alcalá, as a Permanent Professor. From 1998 to 2001, he had the Principal
of computer services with the University of Alcala. His research interests
mainly focus on topics related to software engineering and knowledge
representation, and have supervised several Ph.D. works in these areas.
JOSE MANUEL GOMEZ-PULIDO was born in
Cáceres, Spain. He received the M.S. degree in
telecommunications engineering from the Uni-
versity Polytechnic of Madrid, Spain, in 1994,
and the Ph.D. degree in telecommunication from
Alcala University,Madrid, in 2004. In 1992, he has
worked as an Assistant Researcher and a Professor
with the University Polytechnic of Madrid. From
1993 to 2004, he was with the Signal Theory and
Communications Department, Alcala University.
He is currently an Assistant Professor with the Computational Science
Department, Alcala University. He has participated in more than 24 research
projects several research projects with Spanish and European companies;
related with radio propagation in mobile communications, signal processing
in radar, ultrasound and laser applications, EMI-EMC design in on-board
satellite instrumentation, radio propagationmaterials proprieties, and numer-
ical technics applied in telecommunication. His research interests are in the
area of wireless sensors networks, smart grids, and new technologies in the
data mining and artificial intelligence world applied to the ICT.
16126 VOLUME 8, 2020
